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GENERAL STRUCTURAL E107 PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL
GI-00 COVER SHEET S101B FLOOR/ROOF FRAMING PLANS - UNIT B E108 EIGHTH FLOOR PLAN - OVERALL - ELECTRICAL
GIl-01 SHEET INDEX, STAMPS & SITE ACCESS MAP S102A FLOOR/ROOF FRAMING PLANS - UNIT A E110 PENTHOUSE ROOF PLAN - ELECTRICAL
Gl-02 PHASING DIAGRAMS S103D FLOOR/ROOF FRAMING PLANS - UNIT D EL208A EIGHTH FLOOR PLAN - AREA A - LIGHTING
GI-03 SYMBOLS AND ABBREVIATIONS S104 STRUCTURAL DETAILS EL208B EIGHTH FLOOR PLAN - AREA B - LIGHTING
GI-102 LIFE SAFETY PLANS & FIREPROOFING DIAGRAM S105 STRUCTURAL SECTIONS AND DETAILS EL208D EIGHTH FLOOR PLAN - AREA D - LIGHTING
GI-103 LIFE SAFETY PLANS EP208A EIGHTH FLOOR PLAN - AREA A - POWER & FIRE ALARM
EP208B EIGHTH FLOOR PLAN - AREA B - POWER & FIRE ALARM
HAZARD ABATEMENT EP208D EIGHTH FLOOR PLAN - AREA D - POWER & FIRE ALARM
HA-108 ASBESTOS ABATEMENT PLAN - LEVEL 8 S H EET | N D EX - VO LU M E 2 O F 2 EL209A PENTHOUSE FLOOR PLAN - AREA A - LIGHTING
HA-109 ASBESTOS ABATEMENT PLAN - LEVEL 9 FIRE PROTECTION EL209B PENTHOUSE FLOOR PLAN - AREA B - LIGHTING
FP-000 FIRE PROTECTION COVER SHEET EP209A PENTHOUSE FLOOR PLAN - AREA A - POWER & FIRE ALARM
ARCHITECTURAL FPD-107A FIRE PROTECTION DEMOLITION PLAN - LEVEL 7 - WING A EP209B PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM
AD-108A PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING A FPD-108A FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING A EP209D ROOF PLAN - AREA D - POWER & FIRE ALARM
AD-108B PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING B FPD-108B  FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING B E300 ENLARGED PLANS
AD-108D PARTIAL DEMOLITION FLOOR PLAN - LEVEL 8 - WING D FPD-108D FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING D E301 ENLARGED PLANS
AD-109A PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING A FPD-109A  FIRE PROTECTION DEMOLITION PLAN - LEVEL 9 - WING A E400 ELECTRICAL ONE LINE DIAGRAMS - SYMBOLS
AD-109B PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING B FP-108A FIRE PROTECTION PLAN - LEVEL 8 - WING A E401 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - NORMAL
° AD-109D PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING D FP-108B FIRE PROTECTION - LEVEL 8 - WING B E402 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - CRITICAL
AD-400 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 &9 FP-108D FIRE PROTECTION - LEVEL 8 - WING D E403 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - LIFE SAFETY
AD-401 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 &9 FP-109A FIRE PROTECTION - LEVEL 9 - WING A E404 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
AD-402 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9 FP-109B FIRE PROTECTION - LEVEL 9 - WING B E405 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
AS-107A PARTIAL FLOOR PLAN AND REFLECTED CEILING PLAN - LEVEL 7 - WING A E406 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V NORMAL
AS-108 OVERALL DIMENSION FLOOR PLAN - LEVEL 8 PLUMBING E407 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V NORMAL
AS-108A PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING A P-000 SCHEDULES, DETAILS AND SYMBOLS E408 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V CRITICAL
AS-108B PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING B PD-107A PLUMBING DEMOLITION PLAN - LEVEL 7 - WING A E409 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V EQUIPMENT
AS-108D PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING D PD-107B PLUMBING DEMOLITION PLAN - LEVEL 7 - WING B E500 LIGHTING DETAILS
A AS-108T (NOT USED) PD-107D PLUMBING DEMOLITION PLAN - LEVEL 7 - WING D E510 POWER & FIRE ALARM DETAILS
AS-109 OVERALL DIMENSION FLOOR PLAN - LEVEL 9 PD-108A PLUMBING DEMOLITION PLAN - LEVEL 8 - WING A E511 POWER & FIRE ALARM DETAILS
AS-109A PARTIAL DIMENSION FLOOR PLAN - LEVEL 9 - WING A PD-108B PLUMBING DEMOLITION PLAN - LEVEL 8 - WING B E512 POWER AND FIRE ALARM DETAILS
AS-109B PARTIAL DIMENSION FLOOR PLAN - LEVEL 9 - WING B PD-108D PLUMBING DEMOLITION PLAN - LEVEL 8 - WING D E600 LIGHTING SCHEDULES
AS-109D PARTIAL DIMENSION FLOOR PLAN - LEVEL 9 - WING D PD-109A PLUMBING DEMOLITION PLAN - LEVEL 9 - WING A E610 POWER & FIRE ALARM SCHEDULES
AS-112 OVERALL DIMENSION FLOOR PLAN - PENTHOUSE ROOF PD-109B PLUMBING DEMOLITION PLAN - LEVEL 9 - WING B E611 POWER & FIRE ALARM SCHEDULES
AS-208A PARTIAL REFLECTED CEILING PLAN - LEVEL 8 - WING A PL-107A PLUMBING PLAN - LEVEL 7 - WING A E612 POWER & FIRE ALARM SCHEDULES
AS-208B PARTIAL REFLECTED CEILING PLAN - LEVEL 8 - WING B PL-107B PLUMBING PLAN - LEVEL 7 - WING B E613 POWER & FIRE ALARM SCHEDULES
AS-208D PARTIAL REFLECTED CEILING PLAN - LEVEL 8 - WING D PL-107D PLUMBING PLAN - LEVEL 7 - WING D E614 POWER & FIRE ALARM SCHEDULES
SROPOSED MATERIAL AS-308A PARTIAL FLOOR FINISH PLAN - LEVEL 8 - WING A PL-108A PLUMBING PLAN - LEVEL 8 - WING A E615 POWER & FIRE ALARM SCHEDULES
LIFT LOCATION AS-308B PARTIAL FLOOR FINISH PLAN - LEVEL 8 - WING B PL-108B PLUMBING PLAN - LEVEL 8 - WING B
AS-308D PARTIAL FLOOR FINISH PLAN - LEVEL 8 - WING D PL-108D PLUMBING PLAN - LEVEL 8 - WING D TECHNOLOGY
AS-318A PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING A PL-109A PLUMBING PLAN - LEVEL 9 - WING A T000 SYMBOLS, ABBREVIATIONS & SHEET INDEX
AS-318B PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING B PL-109B PLUMBING PLAN - LEVEL 9 - WING B T208A EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY
AS-318D PARTIAL WALL PROTECTION PLAN - LEVEL 8 - WING D PL-500 PLUMBING SCHEDULES T208B EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY
AS-400 PARTIAL EXTERIOR ELEVATIONS - LEVEL 8 & 9 PL-600 DETAILS T208D EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY
AS-401 PARTIAL EXTERIOR ELEVATION - LEVEL 8 &9 PL-601 ENLARGED PLUMBING PLANS - SPD DECONTAM T209A PENTHOUSE FLOOR PLAN - AREA A - TECHNOLOGY
AS-402 PARTIAL EXTERIOR ELEVATION - LEVEL 8 & 9 PL-700 ISOMETRICS AREA D T209B PENTHOUSE FLOOR PLAN - AREA B - TECHNOLOGY
AS-410 BUILDING SECTIONS - LEVEL 8 &9 PL-701 WASTE & VENT ISOMETRICS AREA A T300 ENLARGED PLANS
AS-411 BUILDING SECTIONS - LEVEL 8 &9 PL-702 WATER SUPPLY ISOMETRICS AREA A T400 TECHNOLOGY ONE LINE DIAGRAM
PROJECT AS-500 EXTERIOR WALL SECTIONS - LEVEL 8 PL-703 WASTE & VENT ISOMETRICS AREA B T500 TECHNOLOGY DETAILS
LOCATION AS-510 EXTERIOR WALL SECTIONS - LEVEL 8 PL-704 WATER SUPPLY ISOMETRICS AREA B T501 TECHNOLOGY DETAILS
AS-520 EXTERIOR WALL SECTIONS - LEVEL 8
AS-530 EXTERIOR WALL SECTIONS - LEVEL 9 MECHANICAL
= AS-540 EXTERIOR WALL SECTIONS - LEVEL 9 MI-000 ABBREVIATIONS, SYMBOLS AND GENERAL NOTES
o oA WL o e 'ﬁ% AS-550 EXTERIOR WALL DETAILS MD-107D  LEVEL 7 - DEMOLITION
LOCATIONS TO BE APPROVED BY AS-560 EXTERIOR WALL DETAILS MD-108A LEVEL 8 A - DEMOLITION
OWNER ~ AS-570 EXTERIOR WALL DETAILS MD-108B  LEVEL 8 B - DEMOLITION
CONSTRUCTION ACCESS ROUTE 1] 1] ] |11 |1 1 AS-580 EXTERIOR WALL DETAILS MD-108D LEVEL 8 D - DEMOLITION
NEL 4 O A OR TRAILER AS-590 EXTERIOR WALL DETAILS MD-109A  LEVEL 9 A- DEMOLITION
AS-600 ENLARGED STAIR PLANS & SECTIONS - LEVEL 7 & 8 MD-109B LEVEL 9 B - DEMOLITION
CONSTRUCTION CRANE LOCATION
7 MOBILE CRANES WILL BE USED AS-610 ENLARGED STAIR PLANS & SECTIONS - LEVEL 8 &9 MH-107D LEVEL 7 - HVAC
N / LOCATIONS NEED TO BE APPROVED BY OWNER AS-620 STAIR, RAILING & EXP JT DETAILS MH-108A LEVEL 8A - HVAC
AS-700 TYPICAL INTERIOR ELEVATIONS MH-108B LEVEL 8B - HVAC
< CONTRACTOR PARKING BY PERMIT, AS-710 INTERIOR ELEVATIONS - LEVEL 8 MH-108D LEVEL 8D - HVAC
3 — COORDINATE WITH OWNER AS-711 ENLARGED PLAN & INTERIOR ELEVATIONS - LEVEL 8 MH-109A  LEVEL 9 A-HVAC
o AS-712 ENLARGED PLAN & INTERIOR ELEVATIONS - LEVEL 8 MH-109B LEVEL 9 B - HVAC
AS-713 ENLARGED PLAN & ELEVATIONS - LEVEL 8 MH-109D LEVEL 9D - HVAC
AS-720 ENLARGED PLANS & INTERIOR ELEVATIONS - PATIENT ROOMS MM-401 ENLARGED PENTHOUSE - AREA A
AS-721 ENLARGED PLAN AND INTERIOR ELEVATIONS - LEVEL 8 MM-402 ENLARGED PENTHOUSE - AREA B
AS-722 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT MM-403 PENTHOUSE SECTIONS - AREA A
AS-723 ENLARGED PLANS & INTERIOR ELEVATIONS MM-404 PENTHOUSE SECTIONS - AREA B
: SITE ACCESS PLAN AS-724 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT MM-501 DETAILS
1" = 100-0" AS-725 INTERIOR ELEVATIONS-LEVEL 8- WING B MM-502 DETAILS
AS-726 INTERIOR ELEVATIONS-LEVEL 8-WING B MM-503 DETAILS S T e i e
AS-730 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD - DECONTAM MM-504  DETAILS o g T S
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MATERIAL IDENTIFICATION

ABBREVIATIONS
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CMU

(SOLID-FILLED)

CONCRETE
(CAST-IN-PLACE)

CONCRETE
(PRE-CAST)

EARTH

GRAVEL, BACKFILL

MORTAR. MUDSET

PLYWOOD

RIGID INSULATION

SEMI-RIGID INSULATION

SPRAY-ON
FIREPROOFING

STEEL

NN

TILE

WOOD

THROUGHOUT THE DOCUMENTS THESE ABBREVIATIONS ARE USED TO DESCRIBE PARTIES,
MATERIALS, WEIGHTS, OR DIRECTIONS RELATED TO THE CONTRACT DOCUMENTS.

AIC AIR CONDITIONING

ACS PNL ACCESS PANEL

ACT ACOUSTICAL CEILING TILE
ADDM  ADDENDUM

ADJ ADJUSTABLE

ADO AUTOMATIC DOOR OPERATOR
AFF ABOVE FINISHED FLOOR
ALT ALTERNATE

ALUM  ALUMINUM

ANOD  ANODIZED

APPROX APPROXIMATE

ARCH  ARCHITECT

AUX AUXILIARY

AVG AVERAGE

BD BOARD
BITUM  BITUMINOUS
BLDG  BUILDING
BLKG ~ BLOCKING
BLKHD  BULKHEAD
BM BEAM

BM BENCHMARK

BO__  BOTTOMOF __ (ITEM)
BO BY OTHERS

BRG BEARING
BS BOTH SIDES
BTJINT BUTT JOINT
BTWN  BETWEEN

CAS CARD ACCESS SYSTEM

CB CATCH BASIN

CB CONSTRUCTION BULLETIN

CF/CI  CONTRACTOR FURNISHED/
CONTRACTOR INSTALLED

CG CORNER GUARD

CH COAT HOOK

CJ CONTROL JOINT

CL CENTER LINE

CLG CEILING
CLO CLOSET
CLR CLEAR

CMU CONCRETE MASONRY UNIT
COo CASED OPENING

CoL COLUMN

CONC  CONCRETE

CONT  CONTINUE, CONTINUOUS
CORR  CORRIDOR

CPT CARPET

CRS COURSE, COURSES

CT CERAMIC TILE

CTR CENTER
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This project will follow the Codes, Standards and Executive Orders as described in 6. MEANS OF EGRESS
the VHA Program Guide PG-18-3. * CAPACITY -2, INPATIENT SLEEPING: 120 SF/PERSON
* CAPACITY -2, INPATIENT TREATMENT: 240 SF/PERSON
1. APPLICABLE CODES * CAPACITY -2, OUTPATIENT AREAS: 100 SF/PERSON : - -
* NFPA LIFE SAFETY CODE (LATEST EDITION) * CAPACITY B, BUSINESS: 100 SF/PERSON J
* |BC INTERNATIONAL BUILDING CODE (LATEST EDITION) * CAPACITY A-2, ASSEMBLY: 15 SF/PERSON
EXISTING BUILDING CODE ANALYSIS HAS BEEN PROVIDED BY THE OWNER. * CAPACITY A-3, ASSEMBLY: 15 SF/PERSON
* CAPACITY F, FACTORY (MECHANICAL): 300 SF/PERSON
2. USE AND OCCUPANCY CLASSIFICATIONS * CAPACITY S-2, STORAGE: 300 SFIPERSON > SMOKE COMPARTMENT PLAN - LEVEL 7
* SEPARATED AND NON-SEPARATED MIXED USE: *WIDTH: 0.3"/PERSON STAIRS, SPRINKLERED 1" =20-0"
* NFPA 101 0.2'/PERSON HORIZONTAL, SPRINKLERED S O CO
NEW HEALTHCARE OCCUPANCY * GROUP I-2 DEAD END CORRIDOR = 200" MAX M KE M PARTM E N T
EXISTING HEALTHCARE OCCUPANCY * GROUP -2 COMMON PATH OF TRAVEL = 750" MAX
NEW ASSEMBLY OCCUPANCY * GROUP I-2 EXIT TRAVEL DISTANCE = 200 FT FROM MOST REMOTE POINT IN ROOM 1 1 640 S F
EXISTING ASSEMBLY OCCUPANCY * GROUP I-2 ARRANGEMENT, NON-SLEEPING SUITES: ]
EXISTING AMBULATORY OCCUPANCY -10,000 SF MAX
EXISTING BUSINESS OCCUPANCY - 2,500 SF MAX (ONE MEANS OF EGRESS)
STORAGE OCCUPANCY * GROUP I-2 ARRANGEMENT, SLEEPING SUITES:
- 5,000 SF MAX
*IBC |2 INSTITUTIONAL -1,000 SF MAX (ONE MEANS OF EGRESS)
A-2 ASSEMBLY
A-3 ASSEMBLY 7. PROTECTION AND RATED CONSTRUCTION
B BUSINESS * (2) SMOKE COMPARTMENTS PER FLOOR (I-2 ONLY) LIMITS OF CONSTRUCTION
F FACTORY * 22,500 SF (MAX) SMOKE COMPARTMENT SIZE (I-2 ONLY)
S2 STORAGE *200 FT (MAX) TRAVEL DISTANCE TO SMOKE COMPARTMENT DOOR (-2 ONLY) N 2 e\
* SHAFT AND EXIT ENCLOSURES = ONE STORY (FlRE BARRIERS) = 1 HOUR 1 : \7\ I7H Ii\ \\7“ \7\ \\7“ \7\ \\7“ \7\ \\7I \7\ \\7I \7\ \\7I \7 \\7I \7\ \\7I \7\ | 1 \7\ \\7“
3. TYPES OF CONSTRUCTION * SHAFT AND EXIT ENCLOSURES - OVER ONE STORY (FIRE BARRIERS) = 2 HOURS | L ﬁi
* EXISTING AND NEW BUILDING ADDITIONS: * SMOKE BARRIERS = 1 HOUR SMOKE TIGHT (FIRE PARTITIONS) !
-IBCTYPE IA * CORRIDOR WALLS = 0 HOUR SMOKE TIGHT (FIRE PARTITIONS) | 2! 1)
-NFPATYPE | (332) * HAZARDOUS AND INCIDENTAL USE AREAS PER IBC 302.1.1 AND NFPA 18.3.2.1 l fec —
|
4. GENERAL BUILDING HEIGHTS AND AREAS 8. FIRE RESISTIVE REQUIREMENTS RE N /\\‘f & q E []
- | QUIREIER . XL XN 11 1 drect [ [ [ [ DN X Ly
* ALLOWABLE AREA: UNLIMITED Sprinkled Un-sprinkled > | I A 4] |~
* ALLOWABLE HEIGHT: UNLIMITED * Primary Structural Frame: 3 hr N/A (601, NFPA 220) ~ R FEC A oL = A Bl ,
Note: Roof supports: Fire-resistance ratings of primary structural frame and bearing walls are permitted to N X di Lol B
5. FIRE PROTECTION SYSTEMS be reduced by 1 hour where supporting a roof only. I T \ L ] U U [l [] [ X | =
. 2\ - — - 1 < N
* EXISTING BUILDING AND NEW ADDITION: * Bearing walls AN | | P< o 5 c
- FULLY SPRINKLERED, STANDPIPES Exterior 3hr N/A (601, NFPA 220) N % =50 T Y X X X T 1TX ﬂ]>< >4 il NI
- FIRE ALARM, LOCALIZED SMOKE DETECTION Interior 3hr N/A (601, NFPA 220) N\ o s X > S W == ¢
Note: Roof supports: Fire-resistance ratings of primary structural frame and bearing walls are permitted to 1\]_ . IR T L 1L l : - T PRAESY
6. MEANS OF EGRESS be reduced by 1 hour where supporting a roof only. ] i ' | ] L ] L ] ] ] ] - my — > Ny ~
* CAPACITY -2, INPATIENT SLEEPING: 120 SF/PERSON * Nonbearing walls and partitions \ﬁ Byl — 1] [ I =1 . ™ ~
*CAPACITY -2, INPATIENT TREATMENT: 240 SF/PERSON Exterior 0hr N/A (601, NFPA 220) Z ¢ ¢
* CAPACITY |-2, OUTPATIENT AREAS: 100 SF/PERSON Interior 0hr N/A (601, NFPA 220) CODE SYMBOL LEGEND
* CAPACITY B, BUSINESS: 100 SF/PERSON * Floor construction and secondary members:
* CAPACITY A-2, ASSEMBLY: 15 SF/PERSON 2hr N/A (601, NFPA 220) X X X X
* CAPACITY A-3, ASSEMBLY: 15 SF/PERSON * Roof construction and secondary members SMOKE TIGHT FIRE PARTITION
* CAPACITY F, FACTORY (MECHANICAL): 300 SF/PERSON 112 hr N/A (601, NFPA 220)
* CAPACITY S-2, STORAGE: 300 SF/PERSON ‘
*WIDTH: 0.3"/PERSON STAIRS, SPRINKLERED 9. OCCUPANT LOAD | 15 15 15 1S 1 HOUR RATED SMOKE BARRIER
0.2"/PERSON HORIZONTAL, SPRINKLERED * MAXIMUM FLOOR AREA ALLOWED
* GROUP I-2 DEAD END CORRIDOR = 20'-0" MAX 8th Floor: Sleeping: 12,080/120 = 100 (1004.1.1)
* GROUP -2 COMMON PATH OF TRAVEL = 750" MAX Accessory stor./mech: 11,532 /300 = 100 (1004.1.1) 1 1 1 1 1 HOUR RATED FIRE BARRIER
* GROUP I-2 EXIT TRAVEL DISTANCE = 200 FT FROM MOST REMOTE POINT Assembly, unconcentrated: 1,670/15 = 111 (1004.1.1)
* GROUP -2 ARRANGEMENT, NON-SLEEPING SUITES: 2 HOUR RATED SMOKE BARRIER
- 10,000 SF MAX * MEANS OF EGRESS: LIFE SAFETY PLAN - LEVEL 7
- 2,500 SF MAX (ONE MEANS OF EGRESS) Stairs:  Min. Width: 44"-48" for accessible 1007.3 (2009.1) 1" =20'-0"
* GROUP I-2 ARRANGEMENT, SLEEPING SUITES: Min. Tread Depth: 7" (1009.4.2) 2 2 2 2 2 HOUR RATED FIRE BARRIER
- 5,000 SF MAX Max. Riser Height: 11" (1009.4.2)
- 1,000 SF MAX (ONE MEANS OF EGRESS) Egress Width (Inches per Occupant): (1005.1) — e, e, e, e, e, e -
Stairways: 03"/ Occupant BOUNDARY OF SMOKE COMPARTMENT
Doors/Ramps/Corridors: 0.2” / Occupant
Handrail Height: 34-38" AFF (1012.2) )
Guardrail Height: 42" AFF (1013.2) 000 EXIT OR EXIT ACCESS
CODE ANALYSIS SUMMARY
1/16" =1'-0"
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T|  REMOVE ASBESTOS CONTAINING SHEET FLOORING AND ALL ADHESIVES. A.  ABATEMENT CONTRACTOR SHALL COORDINATE ALL WORK WITH GENERAL
- CONTRACTOR.
REMOVE CERAMIC TILE AND ASBESTOS CONTAINING ADHESIVES BELOW. B. EQUIPMENT/WASTE PATH OF TRAVEL - TBD
C. CONTRACTOR SHALL USE EXTREME CAUTION WHILE USING SOLVENT FOR
P REMOVE ASBESTOS CONTAINING FLOOR TILE AND ALL ADHESIVES. REMOVAL OF FLOORING MASTIC. CONTRACTOR SHALL INSPECT FLOORS FOR
CRACKS AND OPENINGS PRIOR TO MASTIC REMOVAL. SOLVENT SHALL BE
APPLIED WITH A PUMP SPRAYER IN VERY LIMITED QUANTITIES.
X REMOVE CARPET AND ASBESTOS CONTAINING ADHESIVES BELOW.
4 D. HEPAFILTERED EXHAUST FROM THE NEGATIVE PRESSURE SYSTEM MUST BE
EXHAUSTED TO THE OUTSIDE. THE GENERAL CONTRACTOR WILL REMOVE A
WINDOW ON THE EIGHTH FLOOR FOR THIS PURPOSE AND REINSTALL IT AFTER
PLAN NOTES THE PROJECT.
E.  SELECTIVE DEMOLITION MAY BE REQUIRED TO ACCESS ASBESTOS CONTAINING ASBESTOS ABATEMENT PLAN - LEVEL 8 - WING A
@ REMOVE ASBESTOS CONTAINING PIPE INSULATION, SEE PROJECT MATERIALS. INCIDENTAL SELECTIVE DEMOLITION WILL BE THE RESPONSIBILITY SCALE: 3/32"=1"
MANUAL, PAGE 02 82 11 607 394-02. OF THE ABATEMENT CONTRACTOR. COORDINATE ANY DEMOLITION WORK WITH
THE GENERAL CONTRACTOR. COORDINATE THE "BUILD BACK" OF ANY DEMO
@ ENCLOSED INACCESSIBLE OPENINGS INSIDE WALLS OR ABOVE PLASTER ACCESS POINTS WITH GENERAL CONTRACTOR.
CEILING. ABATEMENT CONTRACTOR TO INVESTIGATE THESE SPACES
AND REMOVE ANY PIPE INSULATION. (8TH FLOOR ONLY) F.  REMOVAL OF ADHESIVES - LOW-ODOR SOLVENTS SHALL BE USED. DURING
PHASE |l WORK, SOLVENT SHALL BE APPLIED DURING OFF-TOUR PERIODS ONLY
@ REMOVE ASBESTOS CONTAINING DUCT INSULATION. MAY REQUIRE (PATIENT AREA BELOW).
SELECTIVE DEMOLITION TO ACCESS. D WING
G.  ALL ABATED PIPING THAT WAS PREVIOUSLY INSULATED AND IS TO REMAIN "LIVE"
@ REMOVE ASBESTOS CONTAINING FIRE DOOR. COORDINATE WITH SHALL BE RE-INSULATED/COORDINATED WITH GENERAL CONTRACTOR.
GENERAL CONTRACTOR PRIOR TO REMOVING DOORS.
@ CARPET EXISTS OVER FLOOR TILE SCHEDULED TO BE REMOVED. KEY
@ TWO LAYERS OF FLOOR TILE EXIST ON THE FLOOR, CONTRACTOR TO
REMOVE BOTH LAYERS OF FLOOR TILE AND ALL ADHESIVES.
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SELECTIVE DEMOLITION TO ACCESS.
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NOTE: NOT ALL PLAN NOTES ARE USED ON EVERY SHEET.

REMOVE ASBESTOS CONTAINING DUCT INSULATION. MAY REQUIRE
REMOVE ASBESTOS CONTAINING FIRE DOOR. COORDINATE WITH D.  HEPAFILTERED EXHAUST FROM THE NEGATIVE PRESSURE SYSTEM MUST BE
GENERAL CONTRACTOR PRIOR TO REMOVING DOORS.

CARPET EXISTS OVER FLOOR TILE SCHEDULED TO BE REMOVED.

TWO LAYERS OF FLOOR TILE EXIST ON THE FLOOR, CONTRACTOR TO E.
REMOVE BOTH LAYERS OF FLOOR TILE AND ALL ADHESIVES.

REMOVAL OF FLOORING MASTIC. CONTRACTOR SHALL INSPECT FLOORS FOR
CRACKS AND OPENINGS PRIOR TO MASTIC REMOVAL. SOLVENT SHALL BE
APPLIED WITH A PUMP SPRAYER IN VERY LIMITED QUANTITIES.

EXHAUSTED TO THE OUTSIDE. THE GENERAL CONTRACTOR WILL REMOVE A
WINDOW ON THE EIGHTH FLOOR FOR THIS PURPOSE AND REINSTALL IT AFTER
THE PROJECT.

SELECTIVE DEMOLITION MAY BE REQUIRED TO ACCESS ASBESTOS CONTAINING
MATERIALS. INCIDENTAL SELECTIVE DEMOLITION WILL BE THE RESPONSIBILITY
OF THE ABATEMENT CONTRACTOR. COORDINATE ANY DEMOLITION WORK WITH
THE GENERAL CONTRACTOR. COORDINATE THE "BUILD BACK" OF ANY DEMO
ACCESS POINTS WITH GENERAL CONTRACTOR.

F.  REMOVAL OF ADHESIVES - LOW-ODOR SOLVENTS SHALL BE USED. DURING
PHASE Il WORK, SOLVENT SHALL BE APPLIED DURING OFF-TOUR PERIODS ONLY
(PATIENT AREA BELOW).

G.  ALL ABATED PIPING THAT WAS PREVIOUSLY INSULATED AND IS TO REMAIN "LIVE"
SHALL BE RE-INSULATED/COORDINATED WITH GENERAL CONTRACTOR.
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REMOVE ASBESTOS CONTAINING PIPE INSULATION, SEE PROJECT A.  ABATEMENT CONTRACTOR SHALL COORDINATE ALL WORK WITH GENERAL
MANUAL, PAGE 02 82 11 607 394-02. CONTRACTOR.
ENCLOSED INACCESSIBLE OPENINGS INSIDE WALLS OR ABOVE PLASTER B. EQUIPMENT/WASTE PATH OF TRAVEL - TBD
CEILING. ABATEMENT CONTRACTOR TO INVESTIGATE THESE SPACES
AND REMOVE ANY PIPE INSULATION. (8TH FLOOR ONLY) C. CONTRACTOR SHALL USE EXTREME CAUTION WHILE USING SOLVENT FOR
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